
Einbau-Anleitung • Installation Instructions
Instructions de montage • Istruzioni di montaggio

SV300

E1 Bauteile • Components • Pièces • Componenti
➀= Pilotventil

Pilot valve
Vanne pilote
Valvola pilota

➁= Filtereinsatz
Filter insert
Garniture de filtration
Inserto filtro

➂= Absperr-Kugelhahn
Manual ball valve
Clapet à bille
Valvola di intercettazione a sfera

➃= Nadelventil
Needle Valve
Soupape d'aiguille
Valvola a spillo

E2 Einbau • Installation • Installation • Installazione

EB
-S

V3
00

R
ev

.  B

❶

❷

max. 80 °C

min. 0,7 bar
max. 16 bar / 25 bar
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Inbetriebnahme • Commissioning • Mise en service
Messa in servizio
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Pmax = PA

PA

PB

PN

bis SV300 öffnet
until SV300 opens
jusqu’a SV300 ouvert
ino all’apertura di SV300
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PA = Ansprechdruck
PA = Opening pressure
PA = Pression de levée
PA = Pressione di apertura

Pmax = PA

PA

PB

PB = Betriebsdruck
PB = Operating pressure
PB = Pression de service
PB = Pressione di esercizio
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